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1. TELEPHONE INFRASTRUCTURE TO BE MOUNTED ON WALL I[N

COMMUNICATION ROOM (NOT SHOWN).

S

2. DATA OUTLETS ARE NOT SHOWN. CONSULTANT/CONTRACTOR
10 DETERMINE QUANTITIES AND LOCATIONS BASED ON

S

PROJECT REQUIREMENTS.

S, ALL THE POWER RECEPTACLES ARE NOT SHOWN.

CONSULTANT/CONTRACTOR TO DETERMINE QUANTITIES AND
LOCATIONS BASED ON PROJECT REQUIREMENTS.

S

4. NO MAIN COMMUNICATIONS ROOM SHALL BE SMALLER THAN

28m”.

@

5. PROVIDE POWER PROVISIONS FOR FUTURE RACKS BY
ALLOWING SPACE FOR FUTURE RECEPTACLES.

@

6. HUB ROOMS ARE SIMILAR TO MAIN COMMUNICATION ROOMS
IN TERMS OF LAYOUT. REFER TO MAIN COMMUNICATION

ROOM DRAWINGS FOR LAYOUT.

S

/. THIS IS A GENERAL ROOM LAYOUT FOR COMMUNICATION
ROOM TO I[LLUSTRATE MAJOR EQUIPMENT REQUIREMENTS.
THE ACTUAL ROOM LAYOUT SHALL BE DESIGNED TO MEET

S

ALL PROJECT REQUIREMENTS AND PROVIDE 25% SPARE
WALL SPACE FOR FUTURE PROJECTS.

ALL UPS PANELS IN MINI=HUB ROOMS AND HUB ROOMS
SHALL BE FED FROM UPS—PANEL—XX IN COMMUNICATION

ROOM.
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9. SEE STANDARD DRAWING
AND ITEM DESCRIPTIONS.
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