MINI-HUB ROOM GENERAL NOTES:

1. TELEPHONE INFRASTRUCTURE TO BE MOUNTED ON WALL IN COMMUNICATION
ROOM (NOT SHOWN)

2. DATA OUTLETS ARE NOT SHOWN. CONSULTANT/CONTRACTOR TO DETERMINE
QUANTITIES AND LOCATIONS BASED ON PROJECT REQUIREMENTS.

3. ALL THE POWER RECEPTACLES ARE NOT SHOWN. CONSULTANT/ CONTRACTOR
1O DETERMINE QUANTITIES AND LOCATIONS BASED ON PROJECT
REQUIREMENTS.

4. ALL INTERIOR WALL MOUNTED ITEMS AND CONDUIT STUB—UPS ARE TO BE
INSTALLED AT A HEIGHT AS IF LEVEL BOARDING FLOOR LEVELS ARE
ALREADY IN PLACE.

PLEASE REFER TO 165—SER—E—-2002A
FOR NOTES AND ITEM DESCRIPTIONS.

FIXED CCTV CAMERA

FROM ELECTRICAL &—-

GCROUND BUS

~
o

ROOM 2— -

0
Q5

A 88

Vo o]

O

¢
4

|

sovopse ¢

Sy

:

~— P |

mfﬁ’m

$ O9¢
(77

35 -

N

Sl

!

SINGLE FULL HEIGHT RACK WITH PIVOT.
REFER TO BUSINESS TECHNOLOGY

PLEASE REFER TO 165—SER—2002A
FOR NOTES AND [ITEM DESCRIPTIONS
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BEFORE CONSTRUCTION BEGINS.

THIS DRAWING IS PROVIDED FOR INSTRUCTIONAL DESIGN PURPOSES ONLY BASED ON METROLINX GO
TRANSIT DESIGN GUIDELINES AND REQUIREMENTS. THE CONTRACTED PARTY SHALL VERIFY FOR LOCAL
CODE COMPLIANCE, EXISTING SITE CONDITIONS AND INTER DISCIPLINARY DRAWING COORDINATION. ALL

DIMENSIONS AND SPECIFICATIONS SHOULD BE VERIFIED BY CONTRACTED PARTY AND/OR CONTRACTOR
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